1.25m CHAIN LINK FRONTAGE RETURN FENCING

1. Fence locations and dimensions must be in accordance with approved engineering and/or landscape plans.
2. Runs for fencing of more than 150m are to have a 89mm dia intermediate straining post and (2) two 42.9mm dia brace rails similar to those used for terminal posts.
4. All dimensions are in millimetres unless noted.
5. All hardware to be hot dip galvanized.
6. No gates are permitted from property.
7. Only use Schedule 40 galvanized pipe.
8. Fencing to be installed solely on municipal property with an inset of 150 to fence centre line.
9. The top of wire mesh shall be knuckled over such that no sharp projections are visible over the top rail.