ELECTRICAL EQUIPMENT LIST

1. MAIN CIRCUIT BREAKER, 240V, 100A, 2-POLE.
2. BRANCH CIRCUIT BREAKERS, 120/240V, 35A, 1-POLE.
3. SOLID NEUTRAL ASSEMBLY, 100A MIN. AMPACITY.
4. GROUND LUG FOR #6 AWG STRANDED COPPER GROUND WIRE.
5. GROUND LUG FOR #2/0 AWG STRANDED COPPER GROUND WIRE.
6. SECONDARY LIGHTNING ARRESTER, 650V, 2-POLE.
7. DRIP SHIELD.
8. LOCATE SECONDARY NEUTRAL AND GROUND BARS ACCORDING TO CSA AND PROJECT REQUIREMENTS.
9. PRIMARY BARRIER.
10. SECONDARY BARRIER.
11. BRANCH BREAKER, 240V, 60A, 1 POLE.
12. COPPER BUS BAR.
13. #6 AWG RWU90 WIRE.
14. #12 AWG RWU90 WIRE.

DENOTES TERMINAL CONNECTION.
DENOTES #6 AWG RWU90 WIRE.
DENOTES #12 AWG RWU90 WIRE.
DENOTES FIELD WIRING (SIZES ARE INDICATED ELSEWHERE ON THE CONTRACT DRAWINGS).
GROUND LINK.